TO WELLS FARGO
HEAT DETECTOR,
SEE CONTRACTOR'’S
AS—BUILT

TO BLDG. 54
VIA SC-177
TERM FA 70—54—-N2
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TO FCB, 2ND FLOOR EAST ZONE BS54
TO DUCT DETECTORS, ZONE H66

— 10 SDS, HALL ZONE H69

ETO JB14, RM 245

PROFESSIONAL SEAL
(IF REVISION, APPLIES ONLY TO REVISED WORK)

ISSUE (PROGRESS, ESTIMATE, BID, CONSTRUCTION,
CONFORMED, REVISION, RECORD)
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+87PE040 b (SYS 3) \ 4B70E085 4B70E085
4B70E040 SPARE TO SYS 3
JT0E08S 1ST FLR SR—32 LOOP, REF. 7 & 8
TO BELLS, EAST ADDITION ADDITION DOOR HOLDER (NOTE 1)
(DWG. 4B70E040)
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DRAWN BY DATE
TITLE 2 70 FIRE ALARM SYSTEM |ueuesr = 5/5/2004
F  AD LDD MCD 10/05/07 FIRE ALARM SYSTEM UPGRADE
CONSTRUCT@N E  MRC AD MCG 06-30-04 PHASE Il FIRE ALARM UPGRADE MX-=203 TR110 & TR147 APPROVED BY
D ROB MCG MCG 10-23-00 AS—BUILT CAD FILE PATH 00022692
F C LM MCG 3-11-97 REDRAWN ON AUTOCAD, ADDED FIELD COMMENTS INTERCONNECTION  DIAGRAM SAE As Noted
1 0/5/2007 B LSR RG RMG 11-15-88 MINOR REVISIONS DRAWING NO. SHEET
A LSRRG 11/85 CHANGED DWG. NO., "J” CABLE AB70EQ39F
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